<<Facility Name>>

FIRE SPRINKLER SYSTEM HISTORICAL LOG
Date of initial installation: __________    Installation Contractor: ______________________________

System type:   Wet pipe   Dry pipe                         Hydraulically designed?   Yes     No

If present, describe area(s) of building protected by dry pipe sprinklers:


______________________________________________________________________________


______________________________________________________________________________

Sprinkler type(s) installed:   Standard spray      Quick response


If present, describe area(s) of building protected by quick response sprinklers:


______________________________________________________________________________


______________________________________________________________________________

Describe below any additions, modifications or repairs made to the system.
	Date
	Additions, modifications or repairs made/by whom
	Initials

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	


ANY TOWN NURSING HOME
FIRE SPRINKLER SYSTEM HISTORICAL LOG
Date of initial installation: October 15, 2000    Installation Contractor: Bob’s Pretty Good Sprinkler Co.
System type:   Wet pipe                                                 Hydraulically designed?   Yes     

If present, describe area(s) of building protected by dry pipe sprinklers:


Kitchen cooler and freezer; under exterior canopy over main entrance                                    

______________________________________________________________________________

Sprinkler type(s) installed:   Quick response

Describe area(s) of building protected by quick response sprinklers:



Entire building

Describe below any additions, modifications or repairs made to the system.
	Date
	Additions, modifications or repairs made/by whom
	Initials

	4/9/03
	New wall constructed at main storage room – sprinklers relocated by Bob’s
	JJS

	
	Pretty Good Sprinkler Company 
	

	11/12/04
	Drop-in ceiling added at kitchen storage room – sprinklers extended below
	JJS

	
	ceiling by Bob’s Pretty Good Sprinkler Company
	

	10/13/05
	Sprinkler gauges replaced and check valve inspected internally by Bob’s
	JJS

	
	Pretty Good Sprinkler Company
	

	7/15/07
	Two-story addition constructed at end of south wing – Sprinklers (quick 
	JJS

	
	response) installed by Bob’s Pretty Good Sprinkler Company
	

	
	
	

	
	
	

	
	
	








